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480V SWITCHBOARD SWBD-5 I\

(LOCATED IN RAW WATER PS ELECTRICAL RM)
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CONTROLLER WITH CUTLER-HAMMER MOTOR
PROTECTION MODULE TO MATCH EXISTING.

AN G
WIRES SHALL BE SIZED FOR FUTURE 500

HP MOTOR

Al Al ATION SWBD-5 (480V):

A NOTE: 1 HP APPROX. EQUALS 1KVA

(4) 300 HP MOTORS @ 300 kVA EACH

(1) STANDBY

257 OF LARGEST MOTOR

LIGHTING

FUTURE

TOTAL:

1,200,000 VA

75,000 VA
15,000 VA
300,000 VA
1,590,000 VA

SINGLE TRANSFORMER IN SERVICE @
SERVICE AMPACITY (2,000 KVA x 1.257)

SWBD FEEDER SIZE (8) 500 KCMIL, 75 DEG, XHHW
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NORTHEAST WATER PURIFICATION SYSTEM
PHASE 2 EXPANSION

RAW WATER PUMP STATION
SINGLE LINE DIAGRAM
RAW WATER PUMP STATION SWBD-5




